CIRCUIT IS DRAWN FOR A VALVE IN THE FULLY CLOSED POSITION

FOR MODEL No.98A99-_ P.R.D.s (BLACK CASE) WIRE 5S4 CONNECTS TO OV.

CIRCUIT DIAGRAM No - REV

1410-52-04
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I |NDICATES SWITCH MADE ]
No |DATE| REVISION ROTORK CONTROLS LTD DRAWN BY K.S 1400 SERIES SYNCROPAK WITH
04 120903 ATEX THERMAL FUSE ADDED. BATH ENGLAND, BA1 3JQ.|oATE  16.12.85 PRD & INTERPOSING RELAYS.
P.J.W CHECKED K.S (Phone 01225-733200) CHECKED A.S -
rOtor* SIMILAR To CIRCUIT DIAGRAM No -REV "
ROTORK CONTROLS INC
ROCHESTER, NY 14624. |32 N =2 1410-52-04

(Phone 585-328-1550)




