INDICATION CONTACTS S1-54 ARE SHOWN
IN THEIR DEFAULT CONFIGURATION.

ICONTACTS MAY BE CONFIGURED FOR ANY
IOF THE FUNCTIONS DESCRIBED IN E170E

[
FOR TYPICAL REMOTE CONTROL
Tor s CIRCUIT DRAWN WITH POWER SUPPLY OFF : DETAILS SEE DOCUMENT
A1 B2 RWS301
AjgiY hed o <§> L
MOTOR ‘ I @ N \ TRANSFORMER TAPPING OPTIONS
SWITCHING
L | voouie { EEIp—— —®) : VOLTAGE SOHZ | 60Nz
i ] = [_Low 92-135 | 92-135
2 ore o762 | L HIGH 184-270 | 184-270
'WJ ﬁw'u [FUSE FS1 - 500mA ANTI-SURGE
ALL TRANSFORMER TYPES - PS1 SELF
5€. 3 RESETTING
(/YIVV\ m ‘ 3 @ OVAC ‘ FUSE
CST] JICRN2 (A 120VAC |
e Y —=® Sl
SK.2
MSOTDAURJE PO 0V DC SUPPLY FE ICAPACITOR START/RUN
JFQAN DC SUPPLY |5k 1 | (C5/CS2 and CR/CR2)
- = | ovoe (COMBINATIONS & VALUES VARY WITH
TVl osc o[ TT o — |oav0c (SUPPLY VOLTAGE & ACTUATOR SIZE.
|
UHMUUESE 1] sk.14 — e 2 i;;i @ \
- 23 4‘ |
L =35 mz 1
e : %8 Dikl—j;GH‘E%ED
TORQUE SK.6 - S !
SENSOR MAKE AT FULLY [or T f=1—()
— SHUT 24@ \
LOCAL MAKE AT FULLY —t1—(8) |
CONTROL OPEN 52 \
sk.1 | |sk.12 —]
PCB S 1B ‘
a BREAK AT FULLY[ o3 E ‘
@ BREAKSi:TFULLY :F;@H:) wvote
REMOTE-LOCAL OPEN 54 | !
N = 24<> /REFER TO PUBLICATION E170E FOR
== - APPROVED FUSES FS1 AND FS2.
CLOSE 3—5—@ \
CLOSEZOPEN STOP/MAINTAIN He=1—(9) \
OPEN 417%2%44444::) |
oK 519K+ 7 [COMMON —VE 20-60V AC/DC He=1—(¢) |
LIMIT g > COMMON —VE B0-120V AC 5—% \
r > ¢ 8 MAX EXTERNAL LOAD ON TERMINALS
SENSING : \
A ; > T/STAT BYPASS - ESD e ) 4 85 T0BE ISVA.,
« > OPEN INTERLOCK “—E—@ ‘
CLOSE INTERLOCK B e=t—(8)
F5o |°F-9 COMMON —VE 20-60V AC/DC 2 et ——151) :
BATTERY * | == ! COMMON -VE BO-120V AC 5¥f§§k——4::
(Ref E170E) - Ez | CONTROL SIGNAL THRESHOLD VOLTAGES
FSZA%(E]QWA}C(?G&¥OESI)TTED§ = | TO BE MINIMUM "ON" 20V AC/DC
- | MAXIMUM ‘OFF’= 3V
— | MINIMUM CONTROL SIGNAL DURATION
—] | TO BE 300mS.
= \
5= | CURRENT DRAWN FROM_EACH REMOTE
- CONTROL SIGNAL IS SmA ON 24V DC
- | OR 12mA ON 120V AC
(=
- | WIRES ARE IDENTIFIED AT EACH END
— | BY TERMINAL No. OR TAG No.
— |
\
|
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