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OPEN

CLOSE

STOP

COMMON 60-120Vac (-ve)

ZERO (-ve)

OPEN / CLOSE
PUSH-TO-RUN CONTROL

 OPEN / CLOSE
MAINTAINED CONTROL

WITH MID-TRAVEL
REVERSE

OPEN / STOP / CLOSE
MAINTAINED CONTROL

TWO-WIRE CONTROL
ENERGISE TO OPEN

DE-ENERGISE TO
CLOSE (CONFIGURE
FOR OPEN PRIORITY)

TWO-WIRE CONTROL
ENERGISE TO CLOSE

DE-ENERGISE TO OPEN
(CONFIGURE FOR
CLOSE PRIORITY)

REMOTE CONTROL CIRCUITS (SEE NOTE 1)

DEMAND SIGNAL (V)

COMMON (DEMAND SIGNAL)

DEMAND SIGNAL (I)

CLOSE

ANALOGUE CONTROL CIRCUITS
(SEE NOTE 2)

LINE (+ve)LINE (+ve)LINE (+ve)

ZERO (-ve) ZERO (-ve)

OPEN OPEN

CLOSE CLOSE

OPEN OPEN

CLOSE CLOSE

NOTE - 1
REMOTE CONTROL INPUTS ARE OPTO-ISOLATED INTERFACES WITH A SURGE IMMUNITY OF 2kV. STANDARD CONTROL IS POSITIVE
SWITCHING.
THE STANDARD ACTUATOR CAN BE CONTROLLED USING REMOTE CONTROL SIGNALS DEFINED AS FOLLOWS:
THE CURRENT DRAWN FROM EACH CONTROL INPUT: 5mA AT 24Vdc - 12mA AT 120Vac.
GUARANTEED MINIMUM 'ON' VOLTAGE: 20V.
GUARANTEED MAXIMUM 'OFF' VOLTAGE: 3V.
SIGNAL DURATION: MINIMUM 300ms.

NOTE - 2
AS STANDARD, AN ANALOGUE CONTROLLED ACTUATOR WILL BE CALIBRATED TO 4-20mA.
THE ACTUATOR CAN BE CALIBRATED, ANYWHERE BETWEEN 0-20mA OR 0-10V IF REQUESTED.
THE ANALOGUE OUTPUT IS 4-20mA.

NOTE - 3
THE EMERGENCY SHUT-DOWN (ESD), SIGNAL WILL OVERRIDE ANY EXISTING LOCAL OR REMOTE SIGNAL, THE ACTUATOR CAN BE
CONFIGURED TO OPEN, CLOSE OR STAY-PUT AS A RESPONSE TO A ESD SGNAL.  THE ACTUATOR CAN BE CONFIGURED TO
RESPOND TO AN ESD SIGNAL FROM A 'MAKING' OR 'BREAKING' CONTACT.
SIGNAL DURATION: STAYPUT CONTACT.
PARTIAL STROKING WILL ONLY FUNCTION WHEN CONFIGURED FOR OPERATION FROM A REMOTE CONTROL CIRCUIT.
SIGNAL DURATION: MINIMUM 300ms.
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(SEE NOTE 3 )
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