FOR TYPICAL REMOTE CONTROL
DETAILS SEE DOCUMENT

WIRES ARE IDENTIFIED AT EACH END
BY TERMINAL No. OR TAG No.
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IINDICATION CONTACTS S51-54 ARE SHOWN
IN THEIR DEFAULT CONFIGURATION,

I'ONTACTS MAY BE CONFIGURED FOR ANY
OF THE FUNCTIONS DESCRIBED IN E17SE
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